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ROOF PLAN - SYMBOLS LEGEND
—~— — —  DIRECTION OF STRUCTURAL SLOPE TO DRAN
SLOPE DIRECTION OF INSULATION TAPER SLOPE TO DRAN. MINMUM ALLOWABLE
' TAPER SLOPE SHALL BE 4" PER FOOT UNLESS NOTED OTHERWISE
———  TAPERED INSULATION VALLEY OR RIDGE
- LOCATION OF SELF-ADHERING RUBBERIZED ASPHALT UNDERLAYMENT MEMBRANE
202 45" (%) x TAPERED INSULATION THICKNESS
78 =57 (4) LOCATION OF CONCRETE PAVER WALKWAY
©) ROOF PLAN NOTE
2 3 4 6.] @ 6.97 @ 8 @ 8.6 9 @ 9.91 640 11 12
O|RD  EXISTING ROOF DRAIN TO REMAIN
— — = CONSTRUCTION LMITS
| o | I ROOF PLAN - GENERAL NOTES
_i A COORDINATE AND VERIFY ALL ROOF OPENINGS AND PENETRATIONS WITH STRUCTURAL,
| PLUMBING, HVAC, AND ELECTRICAL REQUIREMENTS.
B. PROVIDE WATER TIGHT INTEGRITY AT ALL PENETRATIONS AND EQUIPMENT PER ROCKING
5 o — A MANUFACTURERS STANDARD DETAILS AND REQUIREMENTS FOR WARRANTY AND CURRENT
} ~® L O| R NRCA STANDARDS.
Soa | ° ' C. PROVIDE POSITIVE ROOF DRAINAGE INCLUDING TAPERED INSULATION LATOUT. PROVIDE
r ] SADDLES AND CRICKETS AT ALL ROOF TOP EQUIPMENT AND PENETRATIONS TO ENSURE
— W [RD — POSITIVE DRAINAGE.
- +2' - ~ @ D. PROVIDE 24" WIDE CONCRETE PAVER WALKWAY FROM ROOF SCUTTLE TO ALL MECHANICAL ROOFTOP
t —® UNITS AND ALL ROOF ACCESS LADDERS. PROVIDE PAVERS AROUND PERIMETER OF ROOF SCUTTLE
d AND HVAC ROOFTOP UINITS. PROVIDE PAVERS AT LANDINGS BELOW ROOF ACCESS LADDERS.
$ E. FOR ALL ROOF AREAS AS PART OF THIS CONTRACT, PROVIDE NEW 3-FLY MOD BIT ROCF PER SPEC
° ° / SECTION 01752 00. NEW INSULATION TO SLOPE §' PER FOOT PER SPEC SECTION 0722 00 AND ALL
] FLASHINGS AND ACCESSORIES REQUIRED FOR A COMPLETE ROOF INSTALLATION.
(19 F. EXTEND CURBS ON ALL MECHANICAL, PLUMBING AND OTHER EQUIPMENT AS REQUIRED TO MAINTAN 12"
Sleo I CLEAR FROM UNDERSIDE OF EQUIPMENT (OR TOP OF CURB/FLASHING) TO TOP OF FINISHED ROCF TYP.
| A - ‘ G. ADD ALLOWANCE FOR DEMO AND PATCHING EXISTING ROCF AFTER VENTS OR OTHER EQUIPMENT HAS
NEYY BEEN REMOVED.
\
| N ROOF PLAN NOTES
) ) ~ o)
| 8" + 8" + 8 qD d)
| 7" N . (1) PORTION OF ROOF NOT IN CONTRACT.
| 7 7 % (D) PATCH EXISTING ROOF OPENNG TO MATCH EXISTING.
: @ @ (3) NEW BUILT UP ROOF STSTEM TO BE INSTALLED.
| O| =4 () NEWROOF DRAN. SEE DETAIL B3/A600.
: (5) NEW SCUPPER.
| o <:> (6) NEW RELIEF &CUPPER
D _ : (7) NEW DOWNSPOUT AND SPLASHBLOCK.
| NEW ROOF DRAN. SEE DETAIL B4/A600
: D ° O (9) NEWGUTTER
P : O |rRD INFILL EXISTING ROOF OPENNG. REFER TO MECHANICAL DRAWINGS FOR DETAIL.
ji | £/ /0 () EXISTING ROOF OFENING TO BE ENLARGED.
2 | . _ | & (@) NEW MECHANICAL ROCF TOP INIT
Cﬁ i \ O]RE @) NEW EXHAUST FAN,
-~ I u RD ©
™~ | f 8 O — 3 NEW NTAKE HOOD.
0| <F - | S e H —
: O|rE = DO .
| EANNET X CONSTRUCTION KEYNOTE LEGEND
| \iS500/
| BUILT-UP ROCFING (BUR) SYSTEM: SURFACING ON BUILT-UP ROOFING ON INSULATION ON THERMAL
| A BARRIER..
| \(5407/ ASPHALT SHINGLE ROCFING STSTEM: SHINGLES ON UNDERLAYMENT. SEE ROOF PLAN FOR
| LOCATION(S) OF ICE ¢ WATER BARRIER.
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